S VAULT COVER
— ) LABELED "WATER”

SHOULD HAVE 2
SLOTS 17 X0.5" AT
EACH SIDE.

7

— WATER —

DO NOT INSTALL VALVE BOX

S

\

#2 VALVE BOX

3”8 GATE
VALVE WITH
OPERATING NUT

3" WATER
METERS

W ——

34 7/8"
24 1/4"

{

f

HH

.

3°(MIN.) 4 :t‘.
\\

1

35 7/8"

46 1/2"

PLAN

N.T.S.

5'x5" CONCRETE
” SLAB (SIDEWALK)
3¢ GATE
VALVE W/. VALVE COVER
OPERATOR:. \

3" WATER

METER

6" THICK

CONCRETE
OLLAR

/-

& GATE VALVE IN GUTTER
OR CURB

3" GATE VALVE WITH
OPERATING NUT

#2 VALVE BOX

3” DUCTILE IRON
PIPE CLASS 53

FLOW

COVER & METER BOX
MATERIALS

FIBERGLASS REINFORCED
POLYMER CONCRETE AND
FIBERGLASS REINFORCED
POLYMER COVER

VALVE COVER POLY
5'x5’ CONCRETE
SLA? (SIDEWALK)

NUT o w— | i

R e

2

—~ VAULT WALLS

[Tt ——3"s GATE VALVE

| g—— #2 VALVE BOX

WITH OPERATOR

NUT

b i
l

FLOW

3" ¢ DUCTILE
IRON PIPE

E

SIDEWALK

\——3" BRASS
NIPPLE TO BE
EXTENDED
BEYOND THE

| BACK OF

3”6 FLANGE
3”6 GASKET
(2) s.sh5/8x 2 1/2”

BOLTS W/ 5/8” BRASS

NUTS SECTION

3" GASKETS

(2) S.S. 5/8x 2
1/2” BOLTS W/
5/8” BRASS NUTS

NOTE:

1.

MATERIAL.

3" WATER METER DETAIL
N.T.S.

FAWORK\$ALL\CAD-DWG\STANDARDS\CMB_ STANDARD_DETAILS\Public Works Manual\CMB Water Details

METER BOX AND COVER IN TRAFFIC ARE TO

BE HS—20 RATED.
2. ALL BRASS FITTINGS TO BE LEAD FREE

POLYMER BOX
OPEN AT BOTTOM
AND BEVEL SIDE

4" THICK #57 PEAKROCK
COMPACTED TO 90% DENSITY
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